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GENERAL FIRE PROTECTION
G001 COVER SHEET FOO1 SYMBOLS, NOTES & DETAILS
G002 DRAWING INDEX FD100 BASEMENT FLOOR PLAN - FIRE PROTECTION - DEMOLITON
G101 CODE REVIEW FD101 FIRST FLOOR PLAN - FIRE PROTECTION - DEMOLITION
G102 PHASING PLAN FD102 SECOND FLOOR - FIRE PROTECTION - DEMOLITION
G103 BASEMENT - ICRA PLAN F100 BASEMENT PLAN - FIRE PROTECTION - NEW WORK
G104 FIRST FLOOR - ICRA PLAN F101 FIRST FLOOR PLAN - FIRE PROTECTION - NEW WORK
G105 SECOND FLOOR - ICRA PLAN F102 SECOND FLOOR PLAN - FIRE PROTECTION - NEW WORK
ASB-000 ASBESTOS REMOVAL - BASEMENT FLOOR PLAN PLUMBING
ASB-001 ASBESTOS REMOVAL - FIRST FLOOR PLAN P001 SYMBOLS, SCHEDULES & NOTES
ASB-002 ASBESTON REMOVAL - SECOND FLOOR PLAN PD100 BASEMENT LEVEL - PLUMBING - DEMOLITION
CIVIL PD101 FIRST FLOOR PLAN - PLUMBING - DEMOLITION
VF111 EXISTING FEATURES PLAN PD102 SECOND FLOOR PLAN - PLUMBING - DEMOLITION
CD111 SITE PREPARATION PLAN PD104 ATTIC PLAN - PLUMBING - DEMOLITION
CS111 SITE LAYOUT PLAN P100 BASEMENT PLAN - PLUMBING - NEW WORK
CS151 SITE DETAILS P102 SECOND FLOOR PLAN - PLUMBING - NEW WORK
CS152 SITE DETAILS P104 ATTIC PLAN - PLUMBING - NEW WORK
CG111 SITE GRADING PLAN P201 ENLARGED PLUMBING PLANS
CG211 EROSION AND SEDIMENTATION (E&S) CONTROL PLAN P301 DETAILS
CG212 EROSION AND SEDIMENTATION (E&S) CONTROL DETAILS P401 RISER DIAGRAMS
LP111 SITE LANDSCAPING PLAN MECHANICAL
CT111 TRUCK TURNING DIAGRAM HOO01 HVAC SYMBOLS, ABBREVIATIONS AND GENERAL NOTES
STRUCTURAL HD100 BASEMENT DEMOLITION PLAN - HVAC
S001 GENERAL NOTES HD101 FIRST FLOOR DEMOLITION PLAN - HVAC
S002 GENERAL NOTES HD102 SECOND FLOOR DEMOLITION PLAN - HVAC
S100 FOUNDATION / BASEMENT FLOOR PLAN - NEW WORK HD103 ATTIC DEMOLITION PLAN - HVAC
S101 FIRST FLOOR FRAMING PLAN - NEW WORK H100 BASEMENT PLAN - HVAC
S102 SECOND FLOOR FRAMING PLAN - NEW WORK H101 FIRST FLOOR PLAN - HVAC
S103 ATTIC FRAMING PLAN - NEW WORK H102 SECOND FLOOR PLAN - DUCTWORK
S400 STRUCTURAL FOUNDATION DETAILS H103 ATTIC PLAN- HVAC
S401 STRUCTURAL FOUNDATION DETAILS H202 SECOND FLOOR PLAN - PIPING
S402 STRUCTURAL CMU DETAILS H401 HVAC SECTIONS
S500 TYPICAL SUPERSTRUCTURE DETAILS H501 HVAC DETAILS
S501 TYPICAL SUPERSTRUCTURE DETAILS H502 HVAC DETAILS
S502 CANOPY SUPERSTRUCTURE SECTIONS H503 HVAC DETAILS
S503 SUPERSTRUCTURE SECTIONS H601 HVAC RISER DIAGRAM
S600 COLUMN SCHEDULE H602 HVAC RISER DIAGRAMS
ARCHITECTURAL H701 HVAC EQUIPMENT SCHEDULES
A001 ARCHITECTURAL SYMBOLS, ABBREVIATIONS & GENERAL NOTES H801 HVAC CONTROL DIAGRAMS
AD100 BASEMENT FLOOR PLAN - DEMOLITION ELECTRICAL
AD101 FIRST FLOOR PLAN - DEMOLITION EO001 SCHEDULES, SYMBOLS & NOTES
AD102 SECOND FLOOR PLAN - DEMOLITION E002 ELECTRICAL SITE PLAN
AD103 ATTIC PLAN - DEMOLITION ED100 ELECTRICAL DEMOLITION PLAN - BASEMENT
A100 BASEMENT FLOOR PLAN - NEW WORK ED101 ELECTRICAL DEMOLITION PLAN - FIRST FLOOR
A101 FIRST FLOOR PLAN - NEW WORK ED102 ELECTRICAL DEMOLITION PLAN - SECOND FLOOR
A102 SECOND FLOOR PLAN - NEW WORK ED103 ELECTRICAL DEMOLITION PLAN - ATTIC FLOOR
A103 ATTIC PLAN - NEW WORK E100 LIGHTING PLAN - BASEMENT FLOOR
A112 SECOND FLOOR FURNITURE AND EQUIPMENT PLAN E101 LIGHTING PLAN - FIRST FLOOR
A120 BASEMENT FLOOR REFLECTED CEILING PLAN E102 LIGHTING PLAN - SECOND FLOOR
A121 FIRST FLOOR REFLECTED CEILING PLAN E103 LIGHTING PLAN - ATTIC
A122 SECOND FLOOR REFLECTED CEILING PLAN E200 POWER & SYSTEMS PLAN - BASEMENT
A301 LOADING DOCK ENTRY WALL SECTIONS E201 POWER & SYSTEMS PLAN - FIRST FLOOR
A302 LOADING DOCK ENTRY EXTERIOR DETAILS E202 POWER & SYSTEMS PLAN - SECOND FLOOR
A401 ENLARGED RESTROOM PLANS AND ELEVATIONS E203 POWER & SYSTEMS PLAN - ATTIC
A402 ENLARGED RESTROOM PLANS AND ELEVATIONS E500 ELECTRICAL RISER DIAGRAM & SCHEDULES
A403 ENLARGED ELEVATOR PLANS AND SECTIONS E600 ELECTRICAL DETAILS
A404 LOADING DOCK ENTRY PLAN AND EXTERIOR ELEVATIONS E601 ELEVATOR DETAILS
A405 LOADING DOCK ENTRY RCP AND ROOF PLAN E602 LIGHTING LUMINAIRE DATA SHEETS
A501 DETAILS E603 LIGHTING LUMINAIRE DATA SHEETS
A601 DOOR SCHEDULE & DETAILS E700 ELECTRICAL PANEL SCHEDULES
A701 FINISH SCHEDULE AND PARTITION TYPES EF001 FIRE ALARM SYMBOLS AND NOTES
A710 BASEMENT FLOOR FINISH PLAN EF100 FIRE ALARM PLAN - BASEMENT FLOOR
A711 SECOND FLOOR FINISH PLAN EF102 FIRE ALARM PLAN - PARTIAL FIRST AND SECOND FLOOR
A801 CASEWORK ELEVATIONS EF103 FIRE ALARM PLAN - ATTIC
ETO01 TELECOMMUNICATIONS SYMBOLS AND NOTES
ET100 TELECOMMUNICATIONS PLAN - BASEMENT FLOOR
ET101 TELECOMMUNICATIONS PLAN - FIRST FLOOR
ET102 TELECOMMUNICATIONS PLAN - SECOND FLOOR
ET600 TELECOMMUNICATION DETAILS
Grand total: 125
CONS U LTANTS . ARC H ITECTSIE N G I N EE RS . Drawing Title Project Title Project Number -
' ' DRAWING INDEX BUILDING 9 - 542-13-105 Office of
SECOND FLOOR RENOVATION |[Building Number Construction
9 ngugn
. fﬁ,\ | A E i i L i 1400 Blackh Hill Road D ing Numb and FaCIIItIeS
5 = works Approved: Project Director e Coatesuile, PA 16320 SR Management
HQOPE FURRER
oINS Dot Tl G IRl o\ Deprimentof
Revisions: Date Pri: 412,267 7333 FAX: 412.287.7334 05/12/14 BB SB Dwg. 2 of 125 Veterans Affairs
VA FORM 08-6231
2 5 6 7 8 9 |




